
Lead Testing Initial Test Results 

 The Chillicothe R-II School District received the results from the first round of lead testing. In accordance with statute, 
these results are being communicated to parents and staff. 

Total test points sampled—197 

• Total samples with lead detected—41 (20.8 %) 
• Total samples above the action level of 5 parts per billion (ppb)—6 (3 %) 
• See Lab sheet for individual results; ND is none detected. 

Immediate actions: 

Affected outlets, drinking fountains and bottle fillers must be secured until remediated.  In accordance with guidance from the 
EPA, the other affected outlets should have signage placed to indicate it is non-potable, not for drinking, cooking or washing 
dishes. This signage can be temporary since testing is still in progress to localize the source of lead contaminants. 
 
EPA guidance allows for continued use if the source water (water entering the building) has tested satisfactorily.  Flushing 
practices may be used to reduce the lead levels affected outlets. This is accomplished with a 3-to-5-minute flush daily, prior to 
the first use and 15 to 30 seconds prior to each use thereafter. Signage is required to be posted nearby to indicate such and will 
include the person responsible for ensuring daily flushing is accomplished. 
 

Next steps: 
 
Follow up flush samples will be collected per EPA and DHSS testing guidelines. Currently scheduled for March 8th, 2024. 

Health:     

Livingston County Health Center 
www.livcohealthcenter.com   800 Adam Dr, Chillicothe, MO 64601   (660) 646-5506 

Additional information and resources on the health effects of lead contamination are available here:  

https://www.epa.gov/ground-water-and-drinking-water/basic-information-about-lead-drinking-water#health 

 

Basic Information about Lead in Drinking Water | US EPA 

Questions and answers about lead in drinking water -- health effects, EPA 
regulations etc. 

www.epa.gov 

 

https://www.bing.com/ck/a?!&&p=0c6ab8eac62b0fa3JmltdHM9MTcwODk5MjAwMCZpZ3VpZD0wYjMxZjJmNS0wMmM3LTYyNzQtMzU4MC1lMTc0MDNlZDYzMDUmaW5zaWQ9NTQ5NQ&ptn=3&ver=2&hsh=3&fclid=0b31f2f5-02c7-6274-3580-e17403ed6305&u=a1aHR0cHM6Ly93d3cuYmluZy5jb20vYWxpbmsvbGluaz91cmw9aHR0cHMlM2ElMmYlMmZ3d3cubGl2Y29oZWFsdGhjZW50ZXIuY29tJTJmJnNvdXJjZT1zZXJwLWxvY2FsJmg9cTJsMzRnJTJmRVBHUzlHT3A0UmFpSW5RbHREZElRZDY1R2lubzNqWDE3WlV3JTNkJnA9bHdfZ2J0JmlnPUMwRTU3RTNDREMxMjQ0RDg4Mzk0Q0UxRDU3NkJCQjA1JnlwaWQ9WU40Nzd4ODYzOTczMw&ntb=1
http://www.livcohealthcenter.com/
https://www.bing.com/ck/a?!&&p=b865f592e4267c84JmltdHM9MTcwODk5MjAwMCZpZ3VpZD0wYjMxZjJmNS0wMmM3LTYyNzQtMzU4MC1lMTc0MDNlZDYzMDUmaW5zaWQ9NTQ5Ng&ptn=3&ver=2&hsh=3&fclid=0b31f2f5-02c7-6274-3580-e17403ed6305&u=a1L21hcHM_Jm1lcGk9MTA5fn5Ub3BPZlBhZ2V-QWRkcmVzc19MaW5rJnR5PTE4JnE9TGl2aW5nc3RvbiUyMENvdW50eSUyMEhlYWx0aCUyMENlbnRlciZzcz15cGlkLllONDc3eDg2Mzk3MzMmcHBvaXM9MzkuODE3MzQ0NjY1NTI3MzQ0Xy05My41NTMxOTk3NjgwNjY0X0xpdmluZ3N0b24lMjBDb3VudHklMjBIZWFsdGglMjBDZW50ZXJfWU40Nzd4ODYzOTczM34mY3A9MzkuODE3MzQ1fi05My41NTMyJnY9MiZzVj0xJkZPUk09TVBTUlBM&ntb=1
tel:6606465506
https://d.docs.live.net/d26743a0a1a59b63/Documents/Schools/Lewis%20County/_blank
https://d.docs.live.net/d26743a0a1a59b63/Documents/Schools/Lewis%20County/_blank
https://www.epa.gov/ground-water-and-drinking-water/basic-information-about-lead-drinking-water#health


 

Lab report and flush sampling plan are available on the school website. 

Testing criteria:  

Each sample was tested for total lead content which includes dissolved and particulate. The elevated level is defined as a level 
of lead ≥ 5pbb. Sampling was conducted per EPA test guidelines by initial draw after stagnation (periods of non-use that exceed 
eight hours).  This manner of testing is the first step in localization and is paired with follow-up flush testing to further localize 
the source of any elevated levels.  

Explanation of results: 

-The initial sample test is used to determine if there is an appreciable amount of lead; more than 5ppb present in the outlet 
being tested.  

-The lab report shows that 6 outlets (test points) have lead (>5ppb) being leached into the water during the mandatory 
stagnation period. 
-Follow-up flush samples will be conducted to determine the source of the contaminants. The flush test point plan lists the 
result and the noun nomenclature for reference. 
 
-Updated guidance from CDC and DHSS for testing of showers: While showers could be an alternate pathway for lead exposure, 
showers do not meet the criteria as set forth in state statutes for testing and remediation unless they are used to fill sports jugs 
or other drinking vessels. As such, while they were initially tested and appear on the lab report, further testing or remediation 
is not compulsory. 

Remediation: 

These are efforts to mitigate and correct the levels of lead to which children and staff are exposed: The remediation plan will 
be posted when follow-up flush testing results are received and fiduciary constraints as well as maintenance availability have 
been considered. 
 
 

Flush plan test points are listed below 
 

 
Follow-up Flush Plan for Chillicothe 

 
Initial Flush Remedial  Location 

16.9   FIELD MECHANICAL ROOM SPIGOT MTP 
13.8     DEWEY KITCHEN SCULLERY SPRAYER 
25.8     DEWEY KITCHEN DISH SINK ON RIGHT 
19.9     DEWEY KITCHEN FOOD PREP SINK 
16.9     MS EAST KITCHEN DISH SINK ON LEFT 
12.5     MS WEST CONCESSION FOOD PREP SINK 



Analysis Report 
Total Lead by ICP-MS 

Chain of Custody: Pb-0180         Sample Matrix: Water 
Facility: Chillicothe R-II         Method of Analysis: EPA 200.8 

 
Laboratory Number 

 
Customer Sample Number 

 
Date Collected 

 
Sample Type 

Result 
ug/L (ppb) 

Reporting 
Limit 

Pb-0180-001 CHAB-ADMIN-VLV-MTP-PS-001 1/26/2024 Draw 1.03 1.0 
Pb-0180-002 CHAB-BRKRM-FP-PS-002 1/26/2024 Draw ND 1.0 
Pb-0180-003 CHAB-BOARD-FP-PS-003 1/26/2024 Draw ND 1.0 
Pb-0180-004 CHAB-MAIN-HALL-DFR-PS-004 1/26/2024 Draw ND 1.0 
Pb-0180-005 CHAB-MAIN-HALL-DFL-PS-005 1/26/2024 Draw ND 1.0 
Pb-0180-006 CHAB-MAIN-HALL-DW PS-006 1/26/2024 Draw ND 1.0 
Pb-0180-007 CHAB-MAIN-HALL-RRFB-SH PS-007 1/26/2024 Draw 3.76 1.0 
Pb-0180-008 CHAB-MAIN-HALL-RRFG-SH PS-008 1/26/2024 Draw 1.37 1.0 
Pb-0180-009 CHAB-KITCH-FP PS-009 1/26/2024 Draw ND 1.0 
Pb-0180-010 CHES-MECH-VLV-MTP PS-010 1/26/2024 Draw ND 1.0 
Pb-0180-011 CHES-KITCH-WSTISL-FP PS-011 1/26/2024 Draw ND 1.0 
Pb-0180-012 CHES-KITCH-ESTISL-FPL PS-012 1/26/2024 Draw ND 1.0 
Pb-0180-013 CHES-KITCH-ESTISL-FPR PS-013 1/26/2024 Draw ND 1.0 
Pb-0180-014 CHES-KITCH-KET PS-014 1/26/2024 Draw ND 1.0 
Pb-0180-015 CHES-KITCH-SC PS-015 1/26/2024 Draw ND 1.0 
Pb-0180-016 CHES-KITCH-SC-DSH PS-016 1/26/2024 Draw ND 1.0 
Pb-0180-017 CHES-KITCH-DSHL PS-017 1/26/2024 Draw ND 1.0 
Pb-0180-018 CHES-KITCH-DSHR PS-018 1/26/2024 Draw ND 1.0 
Pb-0180-019 CHES-PREK-DFR PS-019 1/26/2024 Draw ND 1.0 
Pb-0180-020 CHES-PREK-DFL PS-020 1/26/2024 Draw ND 1.0 
Pb-0180-021 CHES-PREK-DW PS-021 1/26/2024 Draw ND 1.0 
Pb-0180-022 CHES-PREK-KITCH-FP PS-022 1/26/2024 Draw ND 1.0 
Pb-0180-023 CHES-PREK-KITCH-IM PS-023 1/26/2024 Draw ND 1.0 
Pb-0180-024 CHES-PREK-RM6-HS PS-024 1/26/2024 Draw ND 1.0 
Pb-0180-025 CHES-PREK-RM6-DF PS-025 1/26/2024 Draw ND 1.0 
Pb-0180-026 CHES-PREK-RM5-HS PS-026 1/26/2024 Draw ND 1.0 
Pb-0180-027 CHES-PREK-RM5-DF PS-027 1/26/2024 Draw ND 1.0 
Pb-0180-028 CHES-PREK-RM4-HS PS-028 1/26/2024 Draw ND 1.0 
Pb-0180-029 CHES-PREK-RM3-HS PS-029 1/26/2024 Draw ND 1.0 
Pb-0180-030 CHES-PREK-RM3-DF PS-030 1/26/2024 Draw ND 1.0 
Pb-0180-031 CHES-PREK-RM2-HS PS-031 1/26/2024 Draw 1.01 1.0 
Pb-0180-032 CHES-PREK-RM2-DF PS-032 1/26/2024 Draw ND 1.0 
Pb-0180-033 CHES-PREK-RM1-HSR PS-033 1/26/2024 Draw ND 1.0 
Pb-0180-034 CHES-PREK-RM1-HSL PS-034 1/26/2024 Draw ND 1.0 
Pb-0180-035 CHES-GYM-ENT-DFR PS-035 1/26/2024 Draw ND 1.0 
Pb-0180-036 CHES-GYM-ENT-DFL PS-036 1/26/2024 Draw ND 1.0 
Pb-0180-037 CHES-GYM-ENT-DW PS-037 1/26/2024 Draw ND 1.0 
Pb-0180-038 CHES-RM220-HS PS-038 1/26/2024 Draw 1.72 1.0 
Pb-0180-039 CHES-RM220-DF PS-039 1/26/2024 Draw ND 1.0 
Pb-0180-040 CHES-RM217-MUSIC-HS-DF PS-040 1/26/2024 Draw ND 1.0 
Pb-0180-041 CHES-TCH-WRKRM-FP PS-041 1/26/2024 Draw ND 1.0 
Pb-0180-042 CHES-TCH-WRKRM-IM PS-042 1/26/2024 Draw ND 1.0 
Pb-0180-043 CHES-NRS-HS PS-043 1/26/2024 Draw ND 1.0 
Pb-0180-044 CHES-NRS-RRFL-SH PS-044 1/26/2024 Draw 4.99 1.0 

 

 

 

 

 



 
Laboratory Number 

 
Customer Sample Number 

 
Date Collected 

 
Sample Type 

Result 
ug/L (ppb) 

Reporting 
Limit 

Pb-0180-045 CHES-NRS-RRFR-SH PS-045 1/26/2024 Draw 1.24 1.0 
Pb-0180-046 CHES-RM201-HS PS-046 1/26/2024 Draw ND 1.0 
Pb-0180-047 CHES-RM201-DF PS-047 1/26/2024 Draw ND 1.0 
Pb-0180-048 CHES-RM300-HS PS-048 1/26/2024 Draw ND 1.0 
Pb-0180-049 CHES-RM300-HS-DF PS-049 1/26/2024 Draw ND 1.0 
Pb-0180-050 CHES-RM304-HS PS-050 1/26/2024 Draw ND 1.0 
Pb-0180-051 CHES-RM304-HS-DF PS-051 1/26/2024 Draw ND 1.0 
Pb-0180-052 CHES-RM305-HS PS-052 1/26/2024 Draw ND 1.0 
Pb-0180-053 CHES-RM305-HS-DF PS-053 1/26/2024 Draw ND 1.0 
Pb-0180-054 CHES-RM307-HS PS-054 1/26/2024 Draw ND 1.0 
Pb-0180-055 CHES-RM307-HS-DF PS-055 1/26/2024 Draw ND 1.0 
Pb-0180-056 CHES-RM306-HS PS-056 1/26/2024 Draw ND 1.0 
Pb-0180-057 CHES-RM306-HS-DF PS-057 1/26/2024 Draw ND 1.0 
Pb-0180-058 CHES-RM309-HS PS-058 1/26/2024 Draw ND 1.0 
Pb-0180-059 CHES-RM309-HS-DF PS-059 1/26/2024 Draw ND 1.0 
Pb-0180-060 CHES-RM310-HS PS-060 1/26/2024 Draw ND 1.0 
Pb-0180-061 CHES-RM310-HS-DF PS-061 1/26/2024 Draw ND 1.0 
Pb-0180-062 CHES-RM208-WRKRM-FP PS-062 1/26/2024 Draw ND 1.0 
Pb-0180-063 CHES-RM208-WRKRM-IM PS-063 1/26/2024 Draw ND 1.0 
Pb-0180-064 CHES-RM210-HS PS-064 1/26/2024 Draw ND 1.0 
Pb-0180-065 CHES-RM210-HS-DF PS-065 1/26/2024 Draw ND 1.0 
Pb-0180-066 CHES-210HALL-DFR PS-066 1/26/2024 Draw ND 1.0 
Pb-0180-067 CHES-210HALL-DFL PS-067 1/26/2024 Draw ND 1.0 
Pb-0180-068 CHES-210HALL-DW PS-068 1/26/2024 Draw ND 1.0 
Pb-0180-069 CHES-212HALL-DFR PS-069 1/26/2024 Draw ND 1.0 
Pb-0180-070 CHES-212HALL-DFL PS-070 1/26/2024 Draw ND 1.0 
Pb-0180-071 CHES-212HALL-DW PS-071 1/26/2024 Draw ND 1.0 
Pb-0180-072 CHES-RM212-FP PS-072 1/26/2024 Draw ND 1.0 
Pb-0180-073 CHES-RM400-HS PS-073 1/26/2024 Draw 1.76 1.0 
Pb-0180-074 CHES-RM400-HS-DF PS-074 1/26/2024 Draw ND 1.0 
Pb-0180-075 CHES-RM404-HS PS-075 1/26/2024 Draw ND 1.0 
Pb-0180-076 CHES-RM404-HS-DF PS-076 1/26/2024 Draw ND 1.0 
Pb-0180-077 CHES-RM405-HS PS-077 1/26/2024 Draw 1.01 1.0 
Pb-0180-078 CHES-RM405-HS-DF PS-078 1/26/2024 Draw ND 1.0 
Pb-0180-079 CHES-RM407-HS PS-079 1/26/2024 Draw 2.49 1.0 
Pb-0180-080 CHES-RM407-HS-DF PS-080 1/26/2024 Draw ND 1.0 
Pb-0180-081 CHES-RM406-HS PS-081 1/26/2024 Draw ND 1.0 
Pb-0180-082 CHES-RM406-HS-DF PS-082 1/26/2024 Draw ND 1.0 
Pb-0180-083 CHES-RM409-HS PS-083 1/26/2024 Draw ND 1.0 
Pb-0180-084 CHES-RM409-HS-DF PS-084 1/26/2024 Draw ND 1.0 
Pb-0180-085 CHES-RM410-HS PS-085 1/26/2024 Draw ND 1.0 
Pb-0180-086 CHES-RM410-HS-DF PS-086 1/26/2024 Draw ND 1.0 
Pb-0180-087 CHES-RM216-HS PS-087 1/26/2024 Draw ND 1.0 
Pb-0180-088 CHES-RM216-HS-DF PS-088 1/26/2024 Draw ND 1.0 



 
 

 
 

Laboratory Number 
 

Customer Sample Number 
 

Date Collected 
 

Sample Type 
Result 

ug/L (ppb) 
Reporting 

Limit 
Pb-0180-089 CHHS-MAINT-VLV-MTP PS-089 1/26/2024 Draw ND 1.0 
Pb-0180-090 CHHS-C54-FACS-FP1 PS-090 1/26/2024 Draw ND 1.0 
Pb-0180-091 CHHS-C54-FACS-FP2 PS-091 1/26/2024 Draw 1.05 1.0 
Pb-0180-092 CHHS-C54-FACS-FP3 PS-092 1/26/2024 Draw ND 1.0 
Pb-0180-093 CHHS-C54-FACS-FP4 PS-093 1/26/2024 Draw ND 1.0 
Pb-0180-094 CHHS-C54-FACS-FP5 PS-094 1/26/2024 Draw ND 1.0 
Pb-0180-095 CHHS-C54-FACS-TCH-FP PS-095 1/26/2024 Draw 1.07 1.0 
Pb-0180-096 CHHS-PAC-ENTRY-DW PS-096 1/26/2024 Draw ND 1.0 
Pb-0180-097 CHHS-PAC-ENTRY-DF PS-097 1/26/2024 Draw ND 1.0 
Pb-0180-098 CHHS-CWING-HALL-DFR PS-098 1/26/2024 Draw ND 1.0 
Pb-0180-099 CHHS-CWING-HALL-DFL PS-099 1/26/2024 Draw ND 1.0 
Pb-0180-100 CHHS-CWING-HALL-DW PS-100 1/26/2024 Draw ND 1.0 
Pb-0180-101 CHHS-LIB-CAFE-FP PS-101 1/26/2024 Draw ND 1.0 
Pb-0180-102 CHHS-LIB-CAFE-COFF-KET PS-102 1/26/2024 Draw 1.12 1.0 
Pb-0180-103 CHHS-LIB-CAFÉ-CAPP-KETR PS-103 1/26/2024 Draw ND 1.0 
Pb-0180-104 CHHS-LIB-CAFÉ-CAPP-KETL PS-104 1/26/2024 Draw ND 1.0 
Pb-0180-105 CHHS-DWING-HALL-DW PS-105 1/26/2024 Draw ND 1.0 
Pb-0180-106 CHHS-DWING-HALL-DF PS-106 1/26/2024 Draw ND 1.0 
Pb-0180-107 CHHS-RMD6-FP PS-107 1/26/2024 Draw ND 1.0 
Pb-0180-108 CHHS-KITCH-SC PS-108 1/26/2024 Draw ND 1.0 
Pb-0180-109 CHHS-KITCH-DSHR PS-109 1/26/2024 Draw 2.64 1.0 
Pb-0180-110 CHHS-KITCH-DSHL PS-110 1/26/2024 Draw ND 1.0 
Pb-0180-111 CHHS-KITCH-ISLD-FP PS-111 1/26/2024 Draw ND 1.0 
Pb-0180-112 CHHS-KITCH-WALL-FPL PS-112 1/26/2024 Draw ND 1.0 
Pb-0180-113 CHHS-KITCH-WALL-FPR PS-113 1/26/2024 Draw 1.11 1.0 
Pb-0180-114 CHHS-KITCH-KET PS-114 1/26/2024 Draw 2.06 1.0 
Pb-0180-115 CHHS-KITCH-IM PS-115 1/26/2024 Draw ND 1.0 
Pb-0180-116 CHHS-COMM-BOYS-DFR PS-116 1/26/2024 Draw ND 1.0 
Pb-0180-117 CHHS-COMM-BOYS-DFL PS-117 1/26/2024 Draw ND 1.0 
Pb-0180-118 CHHS-COMM-BOYS-DW PS-118 1/26/2024 Draw ND 1.0 
Pb-0180-119 CHHS-COMM-GIRLS-DFR PS-119 1/26/2024 Draw ND 1.0 
Pb-0180-120 CHHS-COMM-GIRLS-DFL PS-120 1/26/2024 Draw ND 1.0 
Pb-0180-121 CHHS-CONC-FP PS-121 1/26/2024 Draw ND 1.0 
Pb-0180-122 CHHS-GYM-DF PS-122 1/26/2024 Draw ND 1.0 
Pb-0180-123 CHHS-GYM-DW PS-123 1/26/2024 Draw ND 1.0 
Pb-0180-124 CHHS-GYM-BLKR-DF PS-124 1/26/2024 Draw ND 1.0 
Pb-0180-125 CHHS-OFF-WRKRM-FP PS-125 1/26/2024 Draw ND 1.0 
Pb-0180-126 CHHS-OFF-WRKRM-COFF-KET PS-126 1/26/2024 Draw ND 1.0 
Pb-0180-127 CHHS-OFF-NRS-HS PS-127 1/26/2024 Draw ND 1.0 
Pb-0180-128 CHFE-MECH-SPGT-MTP PS-128 1/26/2024 Draw 16.9 1.0 
Pb-0180-129 CHFE-RM20-SPED-DF PS-129 1/26/2024 Draw 1.14 1.0 
Pb-0180-130 CHFE-KITCH-SC PS-130 1/26/2024 Draw 1.60 1.0 
Pb-0180-131 CHFE-KITCH-DSHR PS-131 1/26/2024 Draw 1.14 1.0 
Pb-0180-132 CHFE-KITCH-DSHL PS-132 1/26/2024 Draw 3.84 1.0 



 
 

Laboratory Number 
 

Customer Sample Number 
 

Date Collected 
 

Sample Type 
Result 

ug/L (ppb) 
Reporting 

Limit 
Pb-0180-133 CHFE-KITCH-FP PS-133 1/26/2024 Draw ND 1.0 
Pb-0180-134 CHFE-OFF-WRKRM-FP PS-134 1/26/2024 Draw ND 1.0 
Pb-0180-135 CHFE-3RDHALL-DF PS-135 1/26/2024 Draw ND 1.0 
Pb-0180-136 CHFE-3RDHALL-DW PS-136 1/26/2024 Draw ND 1.0 
Pb-0180-137 CHFE-2NDHALL-DF PS-137 1/26/2024 Draw ND 1.0 
Pb-0180-138 CHFE-2NDHALL-DW PS-138 1/26/2024 Draw ND 1.0 
Pb-0180-139 CHDE-BOILER-HS-MTP PS-139 1/26/2024 Draw 2.28 1.0 
Pb-0180-140 CHDE-KITCH-SC PS-140 1/26/2024 Draw 13.8 1.0 
Pb-0180-141 CHDE-KITCH-DSHR PS-141 1/26/2024 Draw 25.8 1.0 
Pb-0180-142 CHDE-KITCH-DSHL PS-142 1/26/2024 Draw ND 1.0 
Pb-0180-143 CHDE-KITCH-FP PS-143 1/26/2024 Draw 19.9 1.0 
Pb-0180-144 CHDE-NFLR1-HALL-DF PS-144 1/26/2024 Draw ND 1.0 
Pb-0180-145 CHDE-NFLR1-HALL-DW PS-145 1/26/2024 Draw ND 1.0 
Pb-0180-146 CHDE-NFLR2-HALL-DF PS-146 1/26/2024 Draw ND 1.0 
Pb-0180-147 CHDE-NFLR2-HALL-DW PS-147 1/26/2024 Draw ND 1.0 
Pb-0180-148 CHDE-SFLR2-HALL-DF PS-148 1/26/2024 Draw ND 1.0 
Pb-0180-149 CHDE-SFLR1-HALL-DF PS-149 1/26/2024 Draw ND 1.0 
Pb-0180-150 CHDE-SFLR1-HALL-DW PS-150 1/26/2024 Draw ND 1.0 
Pb-0180-151 CHDE-OFF-NRS-HS PS-151 1/26/2024 Draw 1.98 1.0 
Pb-0180-152 CHDE-OFF-WRKRM-FP PS-152 1/26/2024 Draw ND 1.0 
Pb-0180-153 CHMSE-MECH-SPGT-MTP PS-153 1/26/2024 Draw 2.88 1.0 
Pb-0180-154 CHMSE-KITCH-SC PS-154 1/26/2024 Draw ND 1.0 
Pb-0180-155 CHMSE-KITCH-DSHR PS-155 1/26/2024 Draw ND 1.0 
Pb-0180-156 CHMSE-KITCH-DSHL PS-156 1/26/2024 Draw 16.9 1.0 
Pb-0180-157 CHMSE-KITCH-FP PS-157 1/26/2024 Draw ND 1.0 
Pb-0180-158 CHMSE-KITCH-IM PS-158 1/26/2024 Draw 1.36 1.0 
Pb-0180-159 CHMSE-CAFÉ-HALL-DF PS-159 1/26/2024 Draw ND 1.0 
Pb-0180-160 CHMSE-CAFÉ-HALL-DW PS-160 1/26/2024 Draw ND 1.0 
Pb-0180-161 CHMSE-NFLR1-HALL-DF PS-161 1/26/2024 Draw ND 1.0 
Pb-0180-162 CHMSE-NFLR1-HALL-DW PS-162 1/26/2024 Draw ND 1.0 
Pb-0180-163 CHMSE-SFLR1-HALL-DF PS-163 1/26/2024 Draw ND 1.0 
Pb-0180-164 CHMSE-SFLR1-HALL-DW PS-164 1/26/2024 Draw ND 1.0 
Pb-0180-165 CHMSE-OFF-NRS-HS PS-165 1/26/2024 Draw 1.52 1.0 
Pb-0180-166 CHMSE-NFLR2-DF PS-166 1/26/2024 Draw ND 1.0 
Pb-0180-167 CHMSE-NFLR2-DW PS-167 1/26/2024 Draw ND 1.0 
Pb-0180-168 CHMSW-FURN-DS-MTP PS-168 1/26/2024 Draw 1.48 1.0 
Pb-0180-169 CHMSW-GYM-DFR PS-169 1/26/2024 Draw 1.30 1.0 
Pb-0180-170 CHMSW-GYM-DFL PS-170 1/26/2024 Draw 3.10 1.0 
Pb-0180-171 CHMSW-GYM-ENT-DFR PS-171 1/26/2024 Draw ND 1.0 
Pb-0180-172 CHMSW-GYM-ENT-DFM PS-172 1/26/2024 Draw 1.14 1.0 
Pb-0180-173 CHMSW-GYM-ENT-DFL PS-173 1/26/2024 Draw 1.35 1.0 
Pb-0180-174 CHMSW-GYM-ENT-DW PS-174 1/26/2024 Draw ND 1.0 
Pb-0180-175 CHMSW-CONC-FP PS-175 1/26/2024 Draw 12.5 1.0 
Pb-0180-176 CHMSW-CHMBR-HALL-DF PS-176 1/26/2024 Draw ND 1.0 



 
 

Laboratory Number 
 

Customer Sample Number 
 

Date Collected 
 

Sample Type 
Result 

ug/L (ppb) 
Reporting 

Limit 
Pb-0180-177 CHMSW-SPED-DF PS-177 1/26/2024 Draw 1.89 1.0 
Pb-0180-178 CHMSE-AUX-GYM-DF PS-178 1/26/2024 Draw ND 1.0 
Pb-0180-179 CHGRTC-RM104-HS-MTP PS-179 1/26/2024 Draw 2.04 1.0 
Pb-0180-180 CHGRTC-107HALL-DF PS-180 1/26/2024 Draw ND 1.0 
Pb-0180-181 CHGRTC-AUTO-TECH-DF PS-181 1/26/2024 Draw 2.33 1.0 
Pb-0180-182 CHGRTC-WELD-SHOP-DF PS-182 1/26/2024 Draw ND 1.0 
Pb-0180-183 CHGRTC-BLDG-TRADE-DF PS-183 1/26/2024 Draw 3.19 1.0 
Pb-0180-184 CHGRTC-TCHR-WRKRM-FP PS-184 1/26/2024 Draw 1.12 1.0 
Pb-0180-185 CHGRTC-ENTRY-HALL-DF PS-185 1/26/2024 Draw ND 1.0 
Pb-0180-186 CHGRTC-ENTRY-HALL-DW PS-186 1/26/2024 Draw ND 1.0 
Pb-0180-187 CHGRTC-KITCH-DSH-SC PS-187 1/26/2024 Draw ND 1.0 
Pb-0180-188 CHGRTC-KITCH-DSH PS-188 1/26/2024 Draw ND 1.0 
Pb-0180-189 CHGRTC-KITCH-FP PS-189 1/26/2024 Draw ND 1.0 
Pb-0180-190 CHGRTC-KITCH-FP-SC PS-190 1/26/2024 Draw ND 1.0 
Pb-0180-191 CHGRTC-KITCH-BAR-FP PS-191 1/26/2024 Draw 1.12 1.0 
Pb-0180-192 CHGRTC-KITCH-BAR-FP-SC PS-192 1/26/2024 Draw ND 1.0 
Pb-0180-193 CHGRTC-KITCH-BAR-CAP-KET PS-193 1/26/2024 Draw ND 1.0 
Pb-0180-194 CHGRTC-KITCH-BAR-COFF-KET PS-194 1/26/2024 Draw ND 1.0 
Pb-0180-195 CHGRTC-KITCH-BAR-IM PS-195 1/26/2024 Draw ND 1.0 
Pb-0180-196 CHGRTC-OFF-FP PS-196 1/26/2024 Draw 1.99 1.0 
Pb-0180-197 CHGRTC-OFF-KET PS-197 1/26/2024 Draw ND 1.0 



 
 
 
 

 

Lab Number  Customer Sample Number Date Collected 

1 Pb-0180-001  CHAB-ADMIN-VLV-MTP-PS-001  1/26/2024 

2 Pb-0180-002  CHAB-BRKRM-FP-PS-002  1/26/2024 

3 Pb-0180-003  CHAB-BOARD-FP-PS-003  1/26/2024 

4 Pb-0180-004  CHAB-MAIN-HALL-DFR-PS-004  1/26/2024 

5 Pb-0180-005  CHAB-MAIN-HALL-DFL-PS-005  1/26/2024 

6 Pb-0180-006  CHAB-MAIN-HALL-DW PS-006  1/26/2024 

7 Pb-0180-007  CHAB-MAIN-HALL-RRFB-SH PS-007  1/26/2024 

8 Pb-0180-008  CHAB-MAIN-HALL-RRFG-SH PS-008  1/26/2024 

9 Pb-0180-009  CHAB-KITCH-FP PS-009  1/26/2024 

10 Pb-0180-010  CHES-IVI ECH-VLV-I\/ITP PS-010  1/26/2024 

11 Pb-0180-011  CHES-KITCH-WSTISL-FP PS-011  1/26/2024 

12 Pb-0180-012 CHES-KITCH-ESTISL-FPL PS-012 1/26/2024 

13 Pb-0180-013 CHES-KITCH-ESTISL-FPR PS-013 1/26/2024 

14 Pb-0180-014 CHES-KITCH-KET PS-014 1/26/2024 

15 Pb-0180-015 CHES-KITCH-SC PS-015 1/26/2024 

16 Pb-0180-016 CHES-KITCH--SC-DSH PS-016 1/26/2024 

17 Pb-0180-017 CHES-KITCH-OSHL PS-017 1/26/2024 

18 Pb-0180-018 CHES-KITCH-DSHR PS-018 1/26/2024 

19 Pb-0180-019 CHE5-PREK-DFR PS-019 1/26/2024 

20 Pb-0180-020  CHES-PREK-DFL PS-020 

CHES-PREK-DW PS-021 

 1/26/2024 

21 Pb-0180-021   1/26/2024 

22 Pb-0180-022 CHES-PREK-KITCH-FP PS-022 1/26/2024 



57 Pb-0180-057 CHES-RM306-HS-DF PS-057 1/26/2024 

23 Pb-0180-023 CHES-PREK-KITCH-IM PS-023 1/26/2024 

24 Pb-0180-024 CHES-PREK-RM6-HS PS-024 1/26/2024 

25 Pb-0180-025 CHES-PREK-RM6-DF PS-025 - 1/26/2024 

26 Pb-0180-026 CHES-PREK-RM5-HS PS-026 1/26/2024 

27 Pb-0180-027 CHES-PREK-RMS-DF PS-027 1/26/2024 

28 Pb-0180-028 CHES-PREK-RM4-HS PS-028 1/26/2024 

29 Pb-0180-029 CHES-PREK-RM3-HS PS-029 1/26/2024 

30 Pb-0180-030 CHES-PREK-RM3-DF PS-030 1/26/2024 

31 Pb-0180-031 CHES-PREK-RM2-HS PS-031 1/26/2024 

32 Pb-0180-032 CHES-PREK-RM2-DF PS-032 1/26/2024 

33 Pb-0180-033 CHES-PREK-RMl-HSR PS-033 1/26/2024 

34 Pb-0180-034 CHES-PREK-RM1-HSL PS-034 1/26/2024 

35 Pb-0180-035 CHES-GYM-ENT-DFR PS-035 1/26/2024 

36 Pb-0180-036 CHES-GYM-ENT-DFL PS-036 1/26/2024 

37 Pb-0180-037 CHES-GYM-ENT-DW PS-037 1/26/2024 

38 Pb-0180-038 CHES-RM220-HS PS-038 1/26/2024 

39 Pb-0180-039 CHES-RM220-DF PS-039 1/26/2024 

40 Pb-0180-040 CHES-RM217-M USIC-HS-DF PS-040 1/26/2024 

41 Pb-0180-041 CHES-TCH-WRKRM-FP PS-041 1/26/2024 

42 Pb-0180-042 CHES-TCH-WRKRM-IM PS-042 1/26/2024 

43 Pb-0180-043 CHES-NRS-HS PS-043 1/26/2024 

44 Pb-0180-044 CHES-NRS-RRFL-SH PS-044 1/26/2024 

45 Pb-0180-045 CHES-N RS-RRFR-SH PS-045 1/26/2024 

46 Pb-0180-046 CHES-RM201-HS PS-046 1/26/2024 

47 Pb-0180-047 CHES-RM201-DF PS-047 1/26/2024 

48 Pb-0180-048 CHES-RM300-HS PS-048 1/26/2024 

49 Pb-0180-049 CHES-RM300-HS-DF PS-049 1/26/2024 

50 Pb-0180-050 CHES-RM304-HS PS-050 1/26/2024 

51 Pb-0180-051 CHES-RM304-HS-DF PS-051 1/26/2024 

52 Pb-0180-052 CHES-RM30S-HS PS-052 1/26/2024 

53 Pb-0180-053 CHES-RM30S-HS-DF PS-053 1/26/2024 

54 Pb-0180-054 CHES-RM307-HS PS-054 1/26/2024 

55 Pb-0180-055 CHES-RM307-HS-DF PS-055 1/26/2024 

56 Pb-0180-056 CHES-RM306-HS PS-056 1/26/2024 



58 Pb-0180-058 CHES-RM309-HS PS-058 1/26/2024 

59 Pb-0180-059 CHES-RM309-HS-DF PS-059 1/26/2024 

60 Pb-0180-060 CHES-RM310-HS PS-060 1/26/2024 

61 Pb-0180--061 CHES-RM310-HS-DF PS-061 1/26/2024 

62 Pb-0180-062 CHES-RM208-WRKRM-FP PS-062 1/26/2024 

63 Pb-0180-063 CHES-RM208-WRKRM-IM PS-063 , 1/26/2024 

64 Pb-0180-064 CHES-RM210-HS PS-064 1/26/2024 

65 Pb-0180-065 CHES-RM210-HS-DF PS-065 1/26/2024 

66 Pb-0180-066 CHES-210HALL-DFR PS-066 1/26/2024 

67 Pb-0180-067 CHES-210HALL-DFL PS-067 1/26/2024 

68 Pb-0180-068 CHES-210HALL-DW PS-068 1/26/2024 

69 Pb-0180-069 CHES-212HALL-DFR PS-069 1/26/2024 

70 Pb-0180-070 CHES-212HALL-DFL PS-070 1/26/2024 

71 Pb-0180-071 CHES-212HALL-DW PS-071 1/26/2024 

72 Pb-0180-072 CHES-RM212-FP PS-072 1/26/2024 

73 Pb-0180-073 CHES-RM400-HS PS-073 1/26/2024 

74 Pb-0180-074 CHES-RM400-HS-DF PS-074 1/26/2024 

75 Pb-0180-075 CHES-RM404-HS PS-075 1/26/2024 

76 Pb-0180-076 CHES-RM404-HS-DF PS-076 1/26/2024 

77 Pb-0180-077 CHES-RM405-HS PS-077 1/26/2024 

78 Pb-0180-078 CHES-RM405-HS-DF PS-078 1/26/2024 

79 Pb-0180--079 CHES-RM407-HS PS-079 1/26/2024 

80 Pb-0180-080 CHES-RM407-HS-DF PS-080 1/26/2024 

81 Pb-0180-081 CHES-RM406-HS PS-081 1/26/2024 

82 Pb-0180-082 CHES-RM406-HS-DF PS-082 1/26/2024 

83 Pb-0180-083 CHES-RM409-HS PS-083 1/26/2024 

84 Pb-0180-084 CHES-RM409-HS-DF PS-084 1/26/2024 

85 Pb-0180-085 CHES-RM410-HS PS-085 1/26/2024 

86 Pb-0180-086 CHES-RM410-HS-DF PS-086 1/26/2024 

87 Pb-0180-087 CHES-RM216-HS PS-087 1/26/2024 

88 Pb-0180-088 CHES-RM216-HS-DF PS-088 1/26/2024 

89 Pb-0180-089 CHHS-MAINT-VLV-MTP PS-089 1/26/2024 

90 Pb-0180-090 CHHS-C54-FACS-FP1 PS-090 1/26/2024 



124 Pb-0180-124 CHHS-GYM-BLKR-DF PS-124 1/26/2024 

91 Pb-0180-091 CHHS-C54-FACS-FP2 PS-091 1/26/2024 

92 Pb-0180-092 CHHS-C54-FACS-FP3 PS-092 1/26/2024 

93 Pb-0180-093 CHHS-C54-FACS-FP4 PS-093 1/26/2024 

94 Pb-0180-094 CHHS-C54-FACS-FPS PS-094 1/26/2024 

95 Pb-0180-095 CHHS-C54-FACS-TCH-FP PS-095 1/26/2024 

96 Pb-0180-096 CHHS-PAC-ENTRY-DW PS-096 1/26/2024 

97 Pb-0180-097 CHHS-PAC-ENTRY-DF PS-097 1/26/2024 

98 Pb-0180-098 CHHS-CWING-HALL-DFR PS-098 1/26/2024 

99 Pb-0180-099 CHHS-CWING-HALL-DFL PS-099 1/26/2024 

100 Pb-0180-100 CHHS-CWING-HALL-DW PS-100 1/26/2024 

101 Pb-0180-101 CHHS-LIB-CAFE-FP PS-101 1/26/2024 

102 Pb-0180-102 CHHS-LIB-CAFE-COFF-KET PS-102 1/26/2024 

103 Pb-0180-103 CHHS-LIB-CAFE-CAPP-KETR PS-103 1/26/2024 

104 Pb-0180-104 CHHS-LIB-CAFE-CAPP-KETL PS-104 1/26/2024 

105 Pb-0180-105 CHHS-DWING-HALL-DW PS-105 1/26/2024 

106 Pb-0180-106 CHHS-DWING-HALL-DF PS-106 1/26/2024 

107 Pb-0180-107 CHHS-RMD6-FP PS-107 1/26/2024 

108 Pb-0180-108 CHHS-KITCH-SC PS-108 1/26/2024 

109 Pb-0180-109 CHHS-KITCH-DSHR PS-109 1/26/2024 

110 Pb-0180-110 CHHS-KITCH-DSHL PS-110 1/26/2024 

111 Pb-0180-111 CHHS-KITCH-ISLD-FP PS-111 1/26/2024 

112 Pb-0180-112 CHHS-KITCH-WALL-FPL PS-112 1/26/2024 

113 Pb-0180-113 CHHS-KITCH-WALL-FPR PS-113 1/26/2024 

114 Pb-0180-114 CHHS-KITCH-KET PS-114 1/26/2024 

115 Pb-0180-115 CHHS-KITCH-IM PS-115 1/26/2024 

116 Pb-0180-116 CHHS-COMM-BOYS-DFR PS-116 1/26/2024 

117 Pb-0180-117 CHHS-COMM-BOYS-DFL PS-117 1/26/2024 

118 Pb-0180-118 CHHS-COMM-BOYS-DW PS-118 1/26/2024 

119 Pb-0180-119 CHHS-COMM-GIRLS-DFR PS-119 1/26/2024 

120 Pb-0180-120 CHHS-COMM-GI RLS-DFL PS-120 1/26/2024 

121 Pb-0180-121 CHHS-CONC-FP PS-121 1/26/2024 

122 Pb-0180-122 CHHS-GYM-DF PS-122 1/26/2024 

123 Pb-0180-123 CHHS-GYM-DW PS-123 1/26/2024 



125 Pb-0180-125 CHHS-OFF-WRKRM-FP PS-125 1/26/2024 

126 Pb-0180-126 CHHS-OFF-WRKRM-COFF-KET PS-126 1/26/2024 

127 Pb-0180-127 CHHS-OFF-NRS-HS PS-127 1/26/2024 

128 Pb-0180-128 CHFE-MECH-SPGT-MTP PS-128 1/26/2024 

129 Pb-0180-129 CHFE-RM20-SPED-DF PS-129 1/26/2024 

130 Pb-0180-130 CHFE-KITCH-SC PS-130 1/26/2024 

131 Pb-0180-131 CHFE-KITCH-DSHR PS-131 1/26/2024 

132 Pb-0180-132 CHFE-KITCH-DSHL PS-132 1/26/2024 

133 Pb-0180-133 CHFE-KITCH-FP PS-133 1/26/2024 

134 Pb-0180-134 CHFE-OFF-WRKRM-FP PS-134 1/26/2024 

135 Pb-0180-135 CHFE-3RDHALL-DF PS-135 1/26/2024 

136 Pb-0180-136 CHFE-3RDHALL-DW PS-136 1/26/2024 

137 Pb-0180-137 CHFE-2NDHALL-DF PS-137 1/26/2024 

138 Pb-0180-138 CHFE-2NDHALL-DW PS-138 1/26/2024 

139 Pb-0180-139 CHDE-BOILER-HS-MTP PS-139 1/26/2024 

140 Pb-0180-140 CHOE-KITCH-SC PS-140 1/26/2024 

141 Pb-0180-141 CHDE-KITCH-DSHR PS-141 1/26/2024 

142 Pb-0180-142 CHDE-KITCH-DSHL PS-142 1/26/2024 

143 Pb-0180-143 CHDE-KITCH-FP PS-143 1/26/2024 

144 Pb-0180-144 CHDE-NFLRl-HALL-DF PS-144 1/26/2024 

145 Pb-0180-145 CHDE-NFLR1-HALL-DW PS-145 1/26/2024 

146 Pb-0180-146 CHDE-NFLR2-HALL-DF PS-146 1/26/2024 

147 Pb-0180-147 CHDE-NFLR2-HALL-DW PS-147 1/26/2024 

148 Pb-0180-148 CHDE-SFLR2-HALL-DF PS-148 1/26/2024 

149 Pb-0180-149 CHDE-SFLR1-HALL-DF PS-149 1/26/2024 

150 Pb-0180-150 CHDE-SFLR1-HALL-DW PS-150 1/26/2024 

151 Pb-0180-151 CHDE-OFF-NRS-HS PS-151 1/26/2024 

152 Pb-0180-152 CHDE-OFF-WRKRM-FP PS-152 1/26/2024 

153 Pb-0180-153 CHMSE-MECH-SPGT-MTP PS-153 1/26/2024 

154 Pb-0180-154 CHMSE-KITCH-SC PS-154 • 1/26/2024 

155 Pb-0180-155 CHMSE-KITCH-DSHR PS-155 1/26/2024 

156 Pb-0180-156 CHMSE-KITCH-DSHL PS-156 1/26/2024 

157 Pb-0180-157 CHMSE-KITCH-FP PS-157 1/26/2024 



158 Pb-0180-158 CHMSE-KITCH-IM PS-158 1/26/2024 

159 Pb-0180-159 CHMSE-CAFE-HALL-DF PS-159 1/26/2024 

160 Pb-0180-160 CHMSE-CAFE-HALL-DW PS-160 1/26/2024 

161 Pb-0180-161 CHMSE-NFLRl-HALL-DF PS-161 1/26/2024 

162 Pb-0180-162 CHMSE-NFLRl-HALL-DW PS-162 1/26/2024 

163 Pb-0180-163 CHMSE-SFLRl-HALL-DF PS-163 1/26/2024 

164 Pb-0180-164 CHMSE-SFLRl--HALL-DW PS-164 • 1/26/2024 

165 Pb-0180-165 CHMSE-OFF-NRS-HS PS-165 1/26/2024 

166 Pb-0180-166 CHMSE-NFLR2-DF PS-166 1/26/2024 

167 Pb-0180-167 CHMSE-NFLR2-DW PS-167 1/26/2024 

168 Pb-0180-168 CHMSW-FURN-DS-MTP PS-168 1/26/2024 

169 Pb-0180-169 CHMSW-GYM-DFR PS-169 1/26/2024 

170 Pb-0180-170 CHMSW-GYM-DFL PS-170 1/26/2024 

171 Pb-0180-171 CHMSW-GYM-ENT-DFRPS-171 1/26/2024 

172 Pb-0180-172 CHMSW-GYM-ENT-DFM PS-172 1/26/2024 

173 Pb-0180-173 CHMSW-GYM-ENT-DFL PS-173 1/26/2024 

174 Pb-0180-174 CHMSW-GYM-ENT-DW PS-174 1/26/2024 

175 Pb-0180-175 CHMSW-CONC-FP PS-175 1/26/2024 

176 Pb-0180-176 CHMSW-CHMBR-HALL-DF PS-176 1/26/2024 

177 Pb-0180-177 CHMSW-SPED-DF PS-177 1/26/2024 

178 Pb-0180-178 CHMSE-AUX-GYM-DF PS-178 , 1/26/2024 

179 Pb-0180-179 CHGRTC-RM104-HS-MTP PS-179 1/26/2024 

180 Pb-0180-180 CHGRTC-107HALL-DF PS-180 1/26/2024 

181 Pb-0180-181 CHGRTC-AUTO-TECH-DF PS-181 1/26/2024 

182 Pb-0180-182 CHGRTC-WELO-SHOP-DF PS-182 1/26/2024 

183 Pb-0180-183 CHGRTC-BLDG-TRADE-DF PS-183 1/26/2024 

184 Pb-0180-184 CHGRTC-TCHR-WRKRM-FP PS-184 1/26/2024 

185 Pb-0180-185 CHGRTC-ENTRY-HALL-DF PS-185 1/26/2024 

186 Pb-0180-186 CHGRTC-ENTRY-HALL-DW PS-186 1/26/2024 

187 Pb-0180-187 CHGRTC-KITCH-DSH-SC PS-187 1/26/2024 

188 Pb-0180-188 CHGRTC-KITCH-DSH PS-188 1/26/2024 

189 Pb-0180-189 CHGRTC-KITCH-FP PS-189 1/26/2024 

190 Pb-0180-190 CHGRTC-KITCH-FP-SC PS-190 1/26/2024 

191 Pb-0180-191 CHGRTC-KITCH-BAR-FP PS-191 1/26/2024 

192 Pb-0180-192 CHGRTC-KITCH-BAR-FP-SC PS-192 . 1/26/2024 



 

193 Pb-0180-193 CHGRTC-KITCH-BAR-CAP-KET PS-193 1/26/2024 

194 Pb-0180-194 CHGRTC-KITCH-BAR-COFF-KET PS-194 1/26/2024 

195 Pb-0180-195 CHGRTC-KITCH-BAR-IM PS-195 1/26/2024 

196 Pb-0180-196 CHGRTC-OFF-FP PS-196 1/26/2024 

197 Pb-0180-197 CHGRTC-OFF-KET PS-197 1/26/2024 
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